FLOOR DRAINS

1. General

Floor drains shall be designed where required by codes, and locations, types as approved by the Fund.

2. Codes and Standards: NYSUFPBC

3. Design and Performance Criteria

   a. In order to prevent water puddling on floors, consultants are to include in their design drawings and/or specifications, specific instructions that floors are to be pitched to drains.

   b. Equipment rooms are to be furnished with drains near all major equipment that must be periodically drained. Funnel drains may be required for splash control.

   c. No floor drains shall be provided at emergency eyewash stations, or emergency deluge showers. Campus will use alternative means to collect and drain water during station testing.